ADDENDUM NO. TWO (2)
to the
CONTRACT DOCUMENTS, TECHNICAL SPECIFICATIONS, AND CONSTRUCTION DRAWINGS
for construction of
WATER PLANT No. 3 IMPROVEMENTS
for
CITY OF MONTGOMERY
IN
MONTGOMERY COUNTY, TEXAS

July 28, 2020
Addendum No. Two (2) covers the following changes to the contract documents, technical specifications, and

construction drawings:

CONTRACT DOCUMENTS

No Changes.

TECHNICAL SPECIFICATIONS

No Changes.

CONSTRUCTION DRAWINGS

1. SHEET 25 (E2) — ELECTRICAL SCHEDULES

Remove and replace the existing drawing with the attached, revised drawing. The drawing was updated to
revise labels on Conduit #14 and #15 in the Conduit Schedule.
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¢ i ? 4 % " ? ‘ 7' " ? ORIGINAL SCALE IN INCHES FOR REDUCED PLANS
NOTES:
1. Install a 20A circuit breaker in the
existing Lighting Panel A located in the
;i Control Building for HPT No. 3 power.
- : ComduirSchedule Update the panel schedule as required.
; Coftnis bize & Wirs “ Description Origin Destination Duct Bank
No. Size Power Ground | Control Instrumentation ) ) )
See Item Al 1| EXIST 2" |3-#2/0 + 2-#12 #6 2-#14 BOOSTER PUMP No. 4 POWER & CONTROLS EXIST MOTOR CONTROL CENTER B EXIST EPB-1 & EXIST IPB-1 = l;z;ct]:llq N L?OhAtincIrc;ét’reblreBa‘ngoTec‘l(hii the
See Item A1 2 2" 3-#2/0 + 2-#12 #6 2-#14 BOOSTER PUMP No. 4 POWER & CONTROLS EXIST EPB-1 & EXIST IPB-1 BOOSTER PUMP No. 4 PLC or?d Eglectrigcoll Building for Booster
See Item A1 3] 1" |34#6 #8 BOOSTER PUMP No. 4 POWER FACTOR CORRECTION CAPACITOR EXIST MOTOR CONTROL CENTER B BOOSTER PUMP No. 4 POWER FACTOR CORRECTION CAPACITOR - Pump No. 4 Space heater (Alternate
See Note 1 40 1" |2-#12 #12 HYDROTANK No. 3 POWER HYDROTANK No. 3 EXIST LIGHTING PANEL LPB J Bid) and Cooling Tower No. 2 pump
5 1" POLYTUBE HYDROTANK No. 3 SENSING LINE HYDROTANK No. 3 EXIST AUTOSENSORY PANEL J space heater povyer. Updcte the panel
6| EXIST 1" |2-#12 #12 5-#14 GST No. 1 POWER & CONTROL EXIST AUTOSENSORY PANEL GST No. 1 C schedule as required.
7| EXIST 1" |- POLYTUBE GST No. 1SENSING LINE EXIST AUTOSENSORY PANEL GSTNo. 1 C
See Note 2 8| EXIST 1" [3-#8 + 2-#12 #12 2-#14 COOLING TOWER No. 2 PUMP EXIST MOTOR CONTROL CENTER B PULL BOX No. 2 A D,F
9 1" 3-H8 + 2-#12 #12 2-#14 COOLING TOWER No. 2 PUMP PULLBOX No. 2 COOLING TOWER No. 2 PUMP G,
10| EXIST 1" |3-#10 #12 4-#14 COOLING TOWER No. 2FAN 1 EXIST MOTOR CONTROL CENTER B PULL BOX No. 2 A D,F
11 1" 3-#10 #12 4-#14 COOLINGTOWERNo. 2FAN 1 PULLBOX No. 2 COOLINGTOWERNo.2FAN 1 G, ALTERNATE BID !TEM:
12| EXIST 1"|3-#10 #12 4-#14 COOLING TOWER No. 2 FAN 2 EXIST MOTOR CONTROL CENTER B PULL BOX No. 2 A D,F kT immkall- tonruits oid conductors. for
13 1" 3-#10 #12 4-#14 COOLING TOWER No. 2FAN 2 PULLBOX No. 2 COOLING TOWER No. 2FAN 2 G| Booster Pump No. 4.
A 14| EXIST 1" #12 6-#14 COOLING TOWER No. 2 CONTROL EXIST MOTOR CONTROL CENTER B, EXIST AUTOSENSORY PANEL PULL BOX No. 2 A D, F
& 15 1" #12 6-#14 COOLING TOWER No. 2 CONTROL PULLBOX No. 2 COOLING TOWER No. 2 G, I
16 1" PULLSTRING FUTURE COOLING TOWER No. 3 PUMP PULLBOX No. 2 DUCT BANK MARKER G H
17 1" PULLSTRING FUTURE COOLING TOWER No. 3FAN 1 PULLBOX No. 2 DUCT BANK MARKER G H
18 1" PULLSTRING FUTURE COOLING TOWER No. 3FAN 2 PULLBOX No. 2 DUCT BANK MARKER G, H
19| 1" |PULLSTRING FUTURE COOLING TOWER No. CONTROL PULL BOX No. 2 DUCT BANK MARKER G, H
20| EXIST 2" |PULL STRING #12 10-#14 BOOSTER PUMP No. 4 & COOLING TOWER No. 2 CONTROL SIGNALS EXIST MOTOR CONTROL CENTER B EXIST AUTOSENSORY PANEL K
21 1" [2-#12 #12 5-#14 GST No. 1 POWER & CONTROL EXIST AUTOSENSORY PANEL GSTNo. 1 L
22 1" - POLYTUBE GST No. 1 SENSING LINE EXIST AUTOSENSORY PANEL GSTNo. 1 L
A 23 1" #12 4-#14 HYDROTANK No. 3 PROBES HYDROTANK No. 3 EXIST AUTOSENSORY PANEL J
I PANEL _LPA SPECIAL DEVICE SCHEDULE
MAIN BRKR.AMPS 125A WIRE SIZE
—== — ITEM DESCRIPTION
VOLTS 240/120 A/C
PHASE 1 WIRE 3 SN v L TIME DELAY RELAY — WITH 2 S.P.D.T. SWITCHES RATED
H @ 7 AMPS AT 120 VOLT, CONTACTS AND COIL, PLUG IN
BASE AND SOCKET, 3 RANGES, .1 TO 100 SEC. ATC
CKT. DESCRIPTION WIRE|LOAD|BKR. A| B BKR.|LOAD|WIRE CKT. DESCRIPTION MODEL #319D—134
CORTROL — - 20 ;D ”‘ IO W os —GST HEAT TRACE , CONTROL RELAY — WITH 4 S.P.D.T. SWITCHES RATED 10
FLOOD LIGHTS 2P 3 4 M 20 i B CL2 ROOM LIGHT & RECEPTACLES & FAN @ AMPS AT 120 VOLT, 120 VOLT COIL, PLUG IN BASE AND
CONTROL ROOM_LIGHTS - — 20 M5 6 M 20 — — | CL2 ROOM WALL HEATER RECEPTACLE SOCKET ’ ’
MOTOR SPACE HEATER — — 20 M 7 8 M 20 s - CHLORINE PUMP
AUTODIALER = § = [ oo o] o] 20 | - | — Jororieruwp (3) | 24vDC POWER SUPPLY — SEE SPECIFICATIONS
HYDROTANK HEAT TRACE i — 20 M 1 12 M 2P = B GAS DETECTOR
BLEACH FEEDER SYSTEM — — 20 M 13 14 M 15 - — CONTROL ROOM RECEPTACLE
GENERATOR JACKET HEATER — - 20 (M 15 16 M — — — GENERATOR BATTERY CHARGER & SPACE HEATER
GENERATOR JACKET HEATER — — 20 M 17 18 M - — = GENERATOR_LIGHTS
HYDROTANK LIGHT — — 20 ~ 19 20 N — — — CHLORINATOR POWER @ ELAPSED TIME METER — CRAMER 635S, 120V
SPACE — — — M 21 22 M 20 500 12 HYDROTANK No. 3 POWER
SPACE — — — ™23 24 M — — — SPACE
SPACE — — — M 25 26 M — — — SPACE INDICATING LIGHT — PUSH TO TEST, LED, ALLEN
SPACE s . i M 27 2B N —_ — — SPACE @ BRADLEY 800T TYPE, 120 VOLT, 60 Hz. — COLOR AS
SPACE - — — M 29 30 M — — — SPACE INDICATED
SPACE — — — M 31 32 M — — — SPACE
SPACE — — — | s 38 M| — - —  |space (6) | ELAPSED TIME METER — CRAMER #635S, 120 VOLT
SPACE — == — M 35 36 M —_ — — SPACE
SPACE = = T W L T L = — | SPACE PRESSURE SWITCH — MERCOID SERIES DA, MODEL
SPACE s i = M 39 40 M = = = SPACE @ #DAW—-33-153—7, 5—-100 PSI RANGE, NEMA 4
SPACE — - — M4 42 M — — — SPACE WEATHER-PROOF ENCLOSURE, MANUAL RESET, SPDT
EGERE I MERCURY SWITCH RATED 4 AMPS @ 120 VOLTS
WARRICK PROBE RELAY SERIES I, 120 VOLT
/\ |07/28/20| Revised Per Addendum No. 2 ALL
/A |07/24/20| Revised Per Addendum No. 1 AXc
NO.| DA REVISIONS APP.
BUS AMPS 150A MLO PANEL _LPB L
MAIN BRKR.AMPS 125A WIRE SIZE CITY OF MONTGOMERY
VOLTS ___240/120 A/C MONTGOMERY COUNTY, TEXAS
PHASE 1 WIRE 3 SN L
) WATER PLANT No. 3 IMPROVEMENTS
CKT. DESCRIPTION WIRE [LOAD|BKR. Al B BKR.|LOAD|WIRE CKT. DESCRIPTION
AC UNIT _ _ 30 ;D 1 % ™ 20 — — MCC RM LIGHTS
AC UNIT 2p 3 4 M 20 — — MASTER SCADA CONTROL PANEL
MCC RM OUTLETS — — 20 M 5 6 M 20 — — WELL PFCC POWER ELECTRICAL SCHEDULES
MOTOR SPACE HEATER — — 20 7 8 M 20 — — WATER WELL CONTROL POWER
WELL OUTLET + GST - — 20 M 9 10 M 20 - — WELL OIL HEATER
MOTOR HEATERS — — 20 MH 12 M 20 400 12 BP #4, COOLING TOWER #2 PUMP SPACE HEATER
SPARE — — 20 13 14 M 15 — — SPARE JONESICARTER
SPARE — — 20 M 15 16 M — — — SPACE
SPARE o -~ 20 M7 18 M — — — SPACE Texas Board of Professional Engineers Registration No, F-439
SPARE == - 20 M 19 20 M — — — SPACE 6330 West Loop South, Suite 150 « Bellaire, TX 77401 » 713.777.5337
SPACE - - % M 21 22 M - - - SPACE SCALE: NO SCALE DGN. BY: HTBUI
, —_ — — M 23 24 M — — - SPACE
iiii — — — '~ 25 26~ — - — ;iigé‘ DATE: __ JULY 2020 DWN. BY: HTBUI
SPACE —_ - —_ M 27 28 M\ — — — SPACE JoB No. W5841-0030-00 DWG. NO.
SPACE — - — M 29 30 M — — — SPACE
SUBMITTED: SURV. BY:
SPACE — — - M 31 32 M - — — SPACE
SPACE — — - M 33 34 M — — —  |space F.B. NO.
SPACE — — - M 35 36 M = e 5 SPACE anSNNYy
s e M8 T T W AN N R £7Y: NI IEN 72 F 2000
SPACE — = — | 39 0 M| = — —  |space Z o R Y :
SPACE — — — M 41 42 M — — — SPACE :*,.,:_. ._:** )
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